OWNER: Ann Arbor Downtown Development Authority  
150 South Fifth Street, Suite 301  
Ann Arbor, MI 48104

ENGINEER: Fishbeck  
4775 Campus Drive  
Kalamazoo, MI 49008

DRAWING REVISION NO.: 2

ISSUED HEREWITH:

SPECIFICATION SECTIONS: N/A

SHEETS: AP501

BIDS DUE: March 21, 2023, 2:00 p.m. (ET)

This Addendum is issued to all Bid Set Holders, is a part of the Contract Documents, and modifies the previously issued Bidding Documents. Acknowledge receipt of this Addendum in the space provided on the Bid form; failure to do so may result in rejection of the Bid.

ITEM NO. 1:
Section: 05 50 00 – Metal Fabrication (not reissued)
A. Delete the following Subparagraph from Paragraph 2.1 Materials, B. Steel, 4. Round Tubular Shapes:
   “a) Post Size: 2.375 inches outside diameter x 0.250-inch wall thickness, 5.68 pounds per foot.”
B. Add the following Subparagraph to Paragraph 2.1 Materials, B. Steel, 4. Round Tubular Shapes:
   “a) Post Size: 2” Schedule 80 pipe.”

ITEM NO. 2:
Sheet: AP501 – Details (reissued)
A. Delete Sheet AP501 – Addendum 1 and replace with attached Sheet AP501 – Addendum 2 dated 03/15/2023.
B. Revisions:
   1. 3/AP501 – revised pipe and added detail note.
   2. 4/AP501 – revised pipe and added detail note.
   3. 5/AP501 – revised pipe and added detail note.
   4. 6/AP501 – revised pipe and added detail note.

QUESTIONS:
A. Do we need to scan for wall reinforcement? What is the anchor embed depth?
   Response: Contractor shall scan and locate wall reinforcement prior to drilling for anchors installation. Reinforcement is not to be cut. Refer to Sheet AP501 – Addendum 2 for anchor plate, angle, and channel details.

B. Can you confirm the pipe size/schedule for the chain link posts to be fabricated, as the designated wall thickness of 0.250” does not exist?
   Response: Fence framework, except posts, shall be Schedule 40 pipe. Refer to Section 32 31 13. Posts shall be Schedule 80 pipe. Refer to Item No. 1 and Item No. 2 above.

C. Regarding Section 05 50 00, can you confirm that all contractors will be required to submit per 1.5 Quality Assurance Section B (qualified weld tests for AWS D.1 by a certified CWI) and Section C (certified steel fabricator program)?
   Response: Welders shall meet the qualifications and provide the evidence indicated in Section 05 50 00, Paragraph 1.5 Quality Assurance.

   Steel fabricators shall meet the requirements indicated in Section 05 50 00, Paragraph 1.5 Quality Assurance. If certified under other quality control program than AISC Quality Certification Program for Category I - Conventional Steel Structures, provide a copy of quality control program.

END OF ADDENDUM